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OPERATING REQUIREMENTS
(SPACE HEATER APPROVAL SHALL BE VALIDATED ANNUALLY.  VALIDATION EXPIRES EVERY 30 SEPTEMBER)
THE SPACE HEATER WILL:               
Only be used if the building, heating, ventilation, and air conditioning system cannot provide the base approved temperature settings as determined by the Civil Engineering Facility Maintenance Shops.
Only be used if the existing electrical capacity can support the heater as determined by the Civil Engineer Facility  Management Shops.
Be Underwriters Laboratory of Factory Mutual Approved.
Have an automatic tilt cutoff switch.
Be plugged directly into an installed outlet (extension cords and surge protectors shall not be used)
Be placed on a fireproof surface as defined by the base Fire Department.
Be unplugged at the end of the day and otherwise when not in use.  Space heater must be unplugged
when the user leaves the work area for any period of time.
Only be used at the location disclosed on this form.
Be placed at a minimum of 3 feet from any combustibles.
APPROVAL PROCESS
   A SPACE HEATER IS APPROVED WHEN:
SAFB Form 17, Space Heater Request Form, is signed by requester's supervisor.
CE approval has been obtained.
Final concurrence by Fire Department has been obtained.
Copies are distributed to Maintenance Engineering and the base Fire Department.
A copy of this form, with all required signatures, is kept on file at the location where the space heater is being used.
Sheppard AFB Form 17, 16 June 2015   Supersedes SAFB Form 17, 22 September 2003
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SPACE HEATER REQUEST FORM
A signed copy of this form shall be kept on file by 82 CES/CEO, 82 CES/CEF (Fire Department), and the requester.  If you have any questions, call the Base Energy Manager.  SPACE HEATER APPROVAL SHALL BE VALIDATED ANNUALLY.  ALL APPROVALS EXPIRE EVERY 30 SEPTEMBER.
I.  INFORMATION FROM REQUESTING ORGANIZATION (RETURN FORM TO 82 CES/CEO (ORIGINATOR)
I CERTIFY THIS HEATER WILL BE USED IAW SAFBI 32-2001 OPERATING REQUIREMENTS (SEE REVERSE)
II.  82D CIVIL ENGINEER SQUADRON APPROVAL (Forward form to Fire Department only if approved.  If disapproved, return
     to requester.) 
III.  SHEPPARD FIRE DEPARTMENT (SFD) CONCURRENCE (Return form to 82 CES/CEO for processing and distribution)
Sheppard AFB Form 17, 16  June 2015    Supersedes SAFB Form 17, 22 September 2003
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